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PANELBOARD LOAD SCHEDULE

PANEL: 561N1 MAIN: MCB 200A ENCLOSURE: NEMA 1 LOCATION: BLDG 56

VOLTS: 208Y/120, 3 PH., 4W.

RATING: 225 AMP AIC RATING: 35,000 MOUNTING: SURFACE FED FROM: T56-LV1

CKT

#

TRIP

AMPS
POLE

LOAD IN VOLT-AMPERES LOAD

DESCRIPTION
PH

LOAD

DESCRIPTION

LOAD IN VOLT-AMPERES TRIP

AMPS
POLE

CKT

#LIGHTING RECPT MTRS&EQUIP KITCHEN HEAT/AC HEAT/AC KITCHEN MTRS&EQUIP RECPT LIGHTING

1 20 1 1000 REC A LIGHTING 1100 20 1 2

3 20 1 1000 REC B BCU-1 600 20 1 4

5 20 1 1000 FACP C 56-EF-1 1660 15 6

7 20 1 1000 DATA RACK A 1680 2 8

9 20 1 1000 DDC B GP-1 1000 20 1 10

11 15 SPARE C CHEM TREATMENT 1000 20 1 12

13 A GLYCOL PUMP 600 20 1 14

15 3 B SPARE 15 16

17 20 SPARE C 18

19 A 3 20

21 3 B SPARE 15 22

23 30 SPARE C 24

25 A 3 26

27 3 B SPARE 15 28

29 20 1 SPARE C 30

31 20 1 SPARE A 3 32

33 20 1 SPARE B SPARE 20 34

35 20 1 SPARE C 36

37 20 1 SPARE A 3 38

39 20 1 SPARE B SPARE 20 1 40

41 20 1 SPARE C SPARE 20 1 42

LOAD CALCULATIONS

LOAD TYPE
VA / PHASE TOTAL

VA

DEMAND

FACTOR

DIVERSIFIED

LOAD

NOTES:

A B C

LIGHTING 1100 0 0 1100 1.00 1100

RECEPTACLES 2000 2000 1000 5000 0.50 2500

MOTORS & EQUIP 2280 1600 2660 6540 0.90 5886

KITCHEN EQUIP. 0 0 0 0 0.65 0

HEAT / AC 0 0 0 0 0.90 0

LARGEST MOTOR 0.25 0

TOTAL AMPS: 26 TOTAL VA: 9,486

MOTOR AND EQUIPMENT SCHEDULE
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CONTROLLER DISCONNECT
CONTROL OR AUXILIARY DEVICE (SEE

NOTES)
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1 CHILLER CHLR-1 (TWO CONNECTIONS THUS) BLDG 56 200 MCA 480, 3 SWBD 56 3 #3/0 #4 2" X 23 BLDG 56 ON VFD 1

2 CHILLER CHLR-2 (TWO CONNECTIONS THUS) BLDG 56 200 MCA 480, 3 SWBD 56 3 #3/0 #4 2" X 23 BLDG 56 ON VFD 1

3 CHILLER CHLR-3 (TWO CONNECTIONS THUS) BLDG 56 200 MCA 480, 3 SWBD 56 3 #3/0 #4 2" X 23 BLDG 56 ON VFD 1

4 CHILLER CHLR-4 (TWO CONNECTIONS THUS) BLDG 56 200 MCA 480, 3 SWBD 56 3 #3/0 #4 2" X 23 BLDG 56 ON VFD 1

5 CHILLER CHLR-5 (TWO CONNECTIONS THUS) BLDG 56 200 MCA 480, 3 SWBD 56 3 #3/0 #4 2" X 23 BLDG 56 ON VFD 1

6 CHWP-1 BLDG 56 75 HP 480, 3 SWBD 56 3 #1 #6 1-1/2" X 23 BLDG 56 ON VFD 1

7 CHWP-2 BLDG 56 75 HP 480, 3 SWBD 56 3 #1 #6 1-1/2" X 23 BLDG 56 ON VFD 1

8 CHWP-3 BLDG 56 75 HP 480, 3 SWBD 56 3 #1 #6 1-1/2" X 23 BLDG 56 ON VFD 1

9 CHWP-4 BLDG 56 75 HP 480, 3 SWBD 56 3 #1 #6 1-1/2" X 23 BLDG 56 ON VFD 1

10 COOLING TOWER CT-1 (FOUR THUS) EXTERIOR 40 HP 480, 3 SWBD 56 3 #6 #8 1" X 23 BLDG 56 100A NF 3R 26 1

11 WH-1 BLDG 56 12 KW 480, 3 SWBD 56 3 #12 #12 3/4" 23 ATC 30A NF 1 26

12 SUSPENDED UNIT HEATER SUH (THREE THUS) BLDG 56 15KW 480, 3 SWBD 56 3 #10 #10 3/4" 26 BLDG 56 30A NF 1 26

13 CWP-1 BLDG 56 75 HP 480, 3 SWBD 56 3 #1 #6 1-1/2" X 23 BLDG 56 ON VFD 1

14 CWP-2 BLDG 56 75 HP 480, 3 SWBD 56 3 #1 #6 1-1/2" X 23 BLDG 56 ON VFD 1

15 CWP-3 BLDG 56 75 HP 480, 3 SWBD 56 3 #1 #6 1-1/2" X 23 BLDG 56 ON VFD 1

16 CWP-4 BLDG 56 75 HP 480, 3 SWBD 56 3 #1 #6 1-1/2" X 23 BLDG 56 ON VFD 1

17 BCU-1 BLDG 56 1/2 HP 120, 1 561N1-4 2 #12 #12 3/4" 23 BLDG 56 20A NF 1 26

18 SUMP HEATER SH-1 (FOUR THUS) EXTERIOR 15 KW 480, 3 SWBD 56 3 #10 #10 3/4" 23 ATC 30A NF 3R 26

19 56-EF-1 BLDG 56 2 HP 208, 1 561N1-6,8 3 #12 #12 3/4" 23 ATC ON UNIT

20 ACCH-4 EXTERIOR 480, 3 T56-1 SEE 25 KV ONE LINE 23 ON UNIT 800A F 800 3R 26

NOTES FOR AUXILIARY CONTROL DEVICE

1.  ELECTRICAL CONTRACTOR TO WIRE VFD FURNISHED AND SET BY OTHERS
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0' 8'4' 16'

LUMINAIRE SCHEDULE

TYPE MANUFACTURERS
CATALOG

INFORMATION
FIXTURE DESCRIPTION

LAMP DATA BALLAST DATA INPUT

WATTS
VOLTAGE MOUNTING REMARKS

NO. TYPE NO. TYPE

E1

LITHONIA LE SERIES SOLID, DIE-CAST ALUMINUM HOUSING, WHITE ALUMINUM FACING WITH WHITE

HOUSING, UNIVERSAL MOUNTING, SEALED NICKEL CADIUM BATTERY.
LED 1.5 120 UNIVERSAL

OR EQUAL

EM

DUAL-LITE LZ SERIES EMERGENCY BATTERY PACK WITH (2) 3W/LED LAMPS, 90 MINUTE NICKEL

CADMIUM BATTERY, WHITE POLYCARBONATE HOUSING.
2 3W LED 1 10 MVOLT WALL

OR EQUAL

L1

CO0PER SNLED SERIES LED, LINEAR 4 FT LOW BAY FIXTURE, SUSPENDED MOUNTING, CLEAR LENS,

4K, 80 CRI, 4600 LUMENS

1 LED 1 LED DRIVER 41 120 PENDANT
OR EQUAL

W1

MCGRAW EDISON ISS SERIES EXTERIOR WALL PACK, QUARTER SPHERE,TYPE III DISTRIBUTION, SINGLE

PIECE DIE-CAST ALUMINUM HOUSING, DIE-CAST DOOR FRAME WITH TEMPERED

GLASS,DARK BRONZE FINISH, 4000K, INTEGRAL PHOTOCELL. 2
20-LED LIGHT

BARS
1 LED-DRIVER 51 120 WALL

OR EQUAL
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